i

HUGHES GROUP ARCHITECTS

22630 DAVIS DRIVE, SUITE 175
STERLING, VIRGINIA 20164
703.437.6600

MECHANICAL/ELECTRICAL:

BRINJAC ENGINEERING
4000 Albermarle Street, NW
Washington, DC 20016

(202) 237-2750

DIRECTED IN THE FIELD.
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2. SEE POWER DRAWINGS FOR 120 VOLT FEED
TO RELAY CABINET.
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=112 | GENERAL NOTES: D
R1 FIRE BATALLION CHIEF E— |
| | 1. SEE DRAWING NO. E—300 FOR FIRE ALERTING, TELECOM &
R2 FIRE TOILETS/SHOWERS/LOCKERS — FIRE SIDE |ﬁ=%P i ST | SECURITY SYSTEMS LEGEND.
- | 2. ALL DATA, VOICE & DATA/VOICE OUTLETS TO BE 11B BOXES
R3 FIRE SLEEPING ROOMS — FIRE AREA — 1= | WITH SINGLE GANG EXTENSIONS WITH 17 CONDUIT FROM BOX TO (/)
@—\\ L ACCESSIBLE CEILING SPACE. PROVIDE NYLON PULL ROPE IN
R4 RESCUE SLEEPING ROOMS — FIRE AREA ‘ ‘ " | CONDUIT. L]
+144” |
_ 3. ALL VIDEO OUTLET BOXES TO BE 11B BOXES WITH 2 GANG
RS FIRE SLEEPING ROOMS — RESCUE AREA | EXTENSIONS WITH 1 1/4” CONDUIT FROM BOX TO ACCESSIBLE Dﬁ
| CEILING SPACE. PROVIDE NYLON PULL ROPE IN CONDUIT.
R6 RESCUE SLEEPING ROOMS — RESCUE AREA |
| 4. SPEAKER INPUT SELECTOR SWITCH TO BE 4 POSITION — FIRE,
R7 RESCUE TOILETS /SHOWERS /LOCKERS — RESCUE SIDE | RESCUE, ALL AND OFF — SWITCH OUTPUT TO BE WIRED TO
‘ VOLUME CONTROL AND FROM VOLUME CONTROL TO SPEAKER.
"ALL” POSITION ALLOWS FIRE AND RESCUE SIGNALS TO DRIVE
R8 FIRE COMMON AREAS } SPEAKER. PROVIDE ENGRAVED NAMEPLATE SHOWING SPEAKER Z
R9 RESCUE COMMON AREAS | POSITIONS.
Q) 5. SECURITY EQUIPMENT IS INDICATED FOR INFORMATIONAL
R10 - SPARE RELAY - - - | PURPOSES ONLY. SEE ACCESS SECURITY, INC. "SEC” SERIES
DRAWINGS AND SPECS FOR DETAILS SHOWING BOX AND CONDUIT
R11 _ SPARE RELAY } REQUIREMENTS TO BE PROVIDED UNDER THE ELECTRICAL WORK.
| 6. FOR KEYED NOTES APPLICABLE TO DRAWING NOS. E—300 AND Ll
R12 - SPACE FOR FUTURE RELAY | R o G RN Mo P00, Dﬁ
R13 - SPACE FOR FUTURE RELAY |
‘ |
R14 - SPACE FOR FUTURE RELAY |
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R15 - SPACE FOR FUTURE RELAY }
R16 - SPACE FOR FUTURE RELAY . . _ | L]
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NOTES: 1. RELAY CABINET TO BE MOUNTED ON PLYWOOD | —_—
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ISSUES:
9-26-07 BID SET

PARTIAL PLAN — FIRST FLOOR — AREA B — TELECOM/FIRE ALERTING

SCALE: 1/8” = 1°-0”

STAMP AND SEAL:

SCALE:

DATE: I
09-26-07 AS NOTED

NOTE: PROJECT NO.

0611

CONTRACTOR SHALL CHECK &
VERIFY ALL DIMENSIONS &

EXISTING CONDITIONS AT SITE.

SHEET:

BID SET E-301

CIVIL:
ALPHA CORPORATION
21351 Ridgetop Circle, Suite 200
Sterling, VA 20166
(703) 450-0800
STRUCTURAL:
EHLERT-BRYAN
1451 Dolley Madison Blvd. Suite 220
@ @ @ @ Mclean, VA 22101
(703) 827-9552
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